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Code Title Edition

IMC 2006

Section number and title Page
502.8.1.1 (4) System requirements 35

Proponent Title

Michael J. Koppes Fire Protection Engineer

Address Phone

401 South Grant Street, West lafayette, IN 47907-2024 765-494-1427

PROPOSED CODE CHANGE (Check One)

[:] Change to read as follows |:| Add to read as follows D Delete and substitute as follows E Delete without substitution

Delete item 4 of section 502.8.1.1 without substitution.

REASON

There is no legitimate reason to require a manual emergency shutdown device for a hazardous exhaust system.

REVIEW RECOMMENDATION

Approve

Disapprove

Approve as amended

Further Study




